
EXISTING ALUMINUM
WINDOW W/ INTEGRAL
BLIND

EXISTING WINDOW STOOL

EXISTING RIGID INSULATION

EXISTING WALL
ASSEMBLY

5/8" GWB SCREWED OVER
EXISTING WINDOWS.
PAINT FACE ADJACENT TO
GLASS DARK BRONZE.
CLOSE WINDOW BLINDS.

3 5/8" METAL STUDS &
BATT INSULATION

5/8" GWB

DO NOT DISTURB EXISTING
FINISHES INSIDE OF CLINIC

CORRIDOR SIDE

EXISTING ALUMINUM
WINDOW W/ INTEGRAL
BLIND

EXISTING CEILING

EXISTING WALL
ASSEMBLY

5/8" GWB SCREWED OVER
EXISTING WINDOWS.
PAINT FACE ADJACENT TO
GLASS DARK BRONZE.
CLOSE WINDOW BLINDS.

3 5/8" METAL STUDS &
BATT INSULATION

5/8" GWB

DO NOT DISTURB EXISTING
FINISHES INSIDE OF CLINIC

CORRIDOR SIDE

CC

5" EFIS

AIR BARRIER BEHIND
DRAINAGE PLANE

SOLID SURFACE WINDOW SILL

EMBED AIR BARRIER IN
SEALANT AGAINST WINDOW
FRAME

ALUM WINDOW SILL BY
WINDOW MFR.

MTL PLATE AS REQ'D BY
WINDOW MFR.

4 
1/

2"

2"1"

EXTRA INCH RIGID INSULATION
AT WINDOW SILL

TUBE STEEL - RE: STRUCT.

WOOD BLOCKING

CC

6"
 M

IN
.

BRICK VENEER

AIR SPACE

2" RIGID INSULATION

AIR BARRIER

SHEATHING

2" SPRAY FOAM
INSULATION

EXTRA 1" RIGID
INSULATION AT
WINDOW HEAD

DRAINAGE MATERIAL
AND WEEPS

METAL FLASHING

STEEL TUBE AND BRICK
LEDGE. CUT LOWEST BRICK
TO MAINTAIN COURSING
RE: STRUCT

PEEL AND STICK FLASHING

SEALANT AND BACKER ROD

ALUM FRAMING SYSTEM

2"

1/
2"

1"
1/

2"

1/2"

CC

4"

LEVEL 1
0' - 0"

CC

SEATHING

AIR BARRIER

FLASHING

2" RIGID INSULATION

STOP INSULATION 6"
BELOW GRADE

8"

CANOPY

5" EFIS

CANOPY
COLUMNS

SHEATING

ALUM
FLASHING AND
SEALANT

LEVEL 2
14' - 0"

0.5

SHEATHING

COVER BOARD

REMOVE EXISTING
COPING AND WRAP
ROOFING MEMBRANE. RE-
ATTACH COPING

METAL DECK

VAPOR BARRIER

LEVEL 2
14' - 0"

0.6

SEALANT

SURFACE MTD REGLET
& FLASHING

ROOFING MEMBRANE

COVER BOARD

SHEATHING

METAL DECK

VAPOR BARRIER

LEVEL 2
14' - 0"

AA

10' - 0"

EXISTING ENTRY
VESTIBULE

MODIFY ROOF - PATCH
@ NEW DRAIN

NEW ROOF DRAIN &
OVERFLOW DRAIN

MTL STUD W/ MTL
PANEL SIDING - MATCH
MTL BLDG STRUCTURE

MTL COPING

TIE INTO EXISTING
STORM SYSTEM
ABOVE CEILING

OVERLAP
INSULATION 4"

_
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_

_

_

_

_

_

_

_

_

_

_
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_

_

_

_
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12/15/2014

636-201

BLDG 1

EXPAND BLDG. 1 FOR PACT

AMBULATORY CARE, RADIOLOGY

ICVA HEALTH CARE SYSTEM
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CONSTRUCTION DOCUMENTS RD

SECTION DETAILS

1-A28

 3" = 1'-0"
4

NEW WALL AT CORRIDOR - DEDUCT ALTERNATE #2

 3" = 1'-0"
5

NEW WALL AT CORRIDOR - DEDUCT ALTERNATE #2
 3" = 1'-0"

2
TYPICAL WINDOW SILL ABOVE EFIS

 3" = 1'-0"
3

TYPICAL WINDOW HEAD AT BRICK VENEER
 3" = 1'-0"

6
TYPICAL EFIS JOINT

FINISH COAT

REINFORCING MESH
EMBEDDED IN BASE COAT

DRAINAGE CHANNELS

AIR BARRIER BEHIND DRAINAGE
CHANNELS

SHEATHING

 3" = 1'-0"
1

TYPICAL WINDOW HEAD AT EFIS WALL

5" EFIS

AIR BARRIER BEHIND
DRAINAGE PLANE

2" SPRAY FOAM INSULATION

STEEL TUBE WHERE REQ'D-
RE STRUCT

METAL FLASHING

SEALANT AND BACKER ROD

CURTAINWALL

 1 1/2" = 1'-0"
7

SECTION DETAIL @ SLAB EDGE - TYPICAL

 1 1/2" = 1'-0"
11

CANOPY DETAIL

6" MTL STUDS

 1 1/2" = 1'-0"
8

DETAIL SECTION

 1 1/2" = 1'-0"
9

DETAIL SECTION

 1/2" = 1'-0"
10

Detail 78


